Thomson ES Lead Water Test Results

FY18 Filter Test

elevkte

Less than 5 ppb - Devices Requiring No Remediation

. Filter . .
RECORD ID Filter Installed Expiration Floor Device Type Device Location WATER FILTERS Name | Date Analyzed 1st Draw - Sample ID FT Final Result - 2nd Draw - Sample ID FT Final Result -
Date Date 1st Draw (ppb) 2nd Draw (ppb)
WS- 000493 10/19/2017 10/19/2018 1 Combo Faucet [In classroom 124 Left WF-102017-000493 10/30/2017 FT-FY18-102017-000493-A <1l FT-FY18-102017-000493-B <1
WS- 000495 10/19/2017 10/19/2018 1 Combo Faucet |In classroom 126 Left WEF-102017-000495 10/30/2017 FT-FY18-102017-000495-A <1 FT-FY18-102017-000495-B <1
WS- 000498 10/19/2017 10/19/2018 1 Combo Faucet [In classroom 127 Left WF-102017-000498 10/30/2017 FT-FY18-102017-000498-A <1 FT-FY18-102017-000498-B <1
WS- 000499 6/7/2017 6/7/2018 1 Cooler In hallway adjacent to room 130 Left High [WF-62017-000499 10/30/2017 FT-FY18-102017-000499-A <1 FT-FY18-102017-000499-B <1
WS- 000501 6/7/2017 6/7/2018 1 Health Suite In health suite in treatment room 110 Mid WF-62017-000501 10/30/2017 FT-FY18-102017-000501-A <1 FT-FY18-102017-000501-B <1
WS- 000512 10/18/2017 10/18/2018 2 Combo Faucet |In classroom 210 Left WEF-102017-000512 10/30/2017 FT-FY18-102017-000512-A <1 FT-FY18-102017-000512-B <1
WS- 000520 6/7/2017 6/7/2018 2 Cooler In hallway adjacent to room 201 Right High |WF-62017-000520 10/30/2017 FT-FY18-102017-000520-A <1 FT-FY18-102017-000520-B <1
WS- 000523 10/19/2017 10/19/2018 2 Combo Faucet |In classroom 221 Left WEF-102017-000523 10/30/2017 FT-FY18-102017-000523-A <1 FT-FY18-102017-000523-B <1
WS- 000524 6/7/2017 6/7/2018 2 Combo Fountain |In classroom 221 Right WF-62017-000524 10/30/2017 FT-FY18-102017-000524-A <1 FT-FY18-102017-000524-B <1
WS- 000525 10/19/2017 10/19/2018 2 Combo Faucet |In classroom 220 Left WEF-102017-000525 10/30/2017 FT-FY18-102017-000525-A <1 FT-FY18-102017-000525-B <1
WS- 000526 6/7/2017 6/7/2018 2 Combo Fountain |In classroom 220 Right WF-62017-000526 10/30/2017 FT-FY18-102017-000526-A <1 FT-FY18-102017-000526-B <1
WS- 000527 10/18/2017 10/18/2018 2 Combo Faucet |In classroom 219 Left WEF-102017-000527 10/30/2017 FT-FY18-102017-000527-A <1 FT-FY18-102017-000527-B <1
WS- 000530 6/7/2017 6/7/2018 3 Combo Fountain |In classroom 309 Right WF-62017-000530 10/30/2017 FT-FY18-102017-000530-A <1 FT-FY18-102017-000530-B <1
WS- 000532 6/7/2017 6/7/2018 3 Combo Fountain |In classroom 310 Right WEF-62017-000532 10/30/2017 FT-FY18-102017-000532-A <1 FT-FY18-102017-000532-B <1
WS- 000537 6/7/2017 6/7/2018 3 Cooler In hallway across from room 322 Right Low |WF-62017-000537 10/30/2017 FT-FY18-102017-000537-A <1 FT-FY18-102017-000537-B <1
WS- 000538 6/7/2017 6/7/2018 3 Cooler In hallway across from room 322 Left High [WF-62017-000538 10/30/2017 FT-FY18-102017-000538-A <1 FT-FY18-102017-000538-B <1
WS- 000539 6/7/2017 6/7/2018 | Basement Cooler In cafeteria Left High |WF-62017-000539 10/30/2017 FT-FY18-102017-000539-A <1 FT-FY18-102017-000539-B <1
WS- 000546 | 6/7/2017 6/7/2018 2 Break Room |In staff lounge 218 WF-62017-000546 10/30/2017 | FT-FY18-102017-000546-A <1 FT-FY18-102017-000546-B <1
Food Prep Sink
Less than 5 ppb - Devices Requiring No Remediation
RECORD ID Floor Device Type Device Location Date Analyzed 1st Draw - Sample ID Z:;‘:;T:‘;‘;) 2nd Draw - Sample ID ;I:lgi‘i:le(:u;:’)
WS- 000543 Basement | Food Prep Sink |In kitchen second clockwise from entry door 10/30/2017 FT-FY18-102017-000543-A <1 FT-FY18-102017-000543-B <1




